
QUESTIONS AND ANSWERS #1 

Solicitation Number SPM07015-R-0001 

UNDERGROUND INFRASTRUCTURE PROJECT 

 
1. Question – Do we need to remove the existing wired door in the Electric control room? 

Answer – No, post will remove the existing wired door 

 
2. Question – How high shall be the walls of the room required at the interior of the 

warehouse?  
Answer – As per attachment #6, walls shall be 10 feet high. 
 

3. Question – The color of the required room walls should be the same of the existing color 
of the wall? 
Answer – Yes 

 

4. Question – What should be the materials time resistance against fire? 
Answer – The government is supplying the fire rated plywood. 

 

5. Question –The Embassy would provide supervision at the moment of the ground 
excavation? 
Answer – Yes 

 

6. Question –Would the Embassy provide updated drawings? 
Answer – Yes, the Embassy will prepare an amendment to update some drawings and 
new manholes. 
 

7. Question –Would the Embassy provide space for accommodation of the materials, 
employees, and portable bathrooms? 
Answer – Embassy will provide space for materials and employees. The contractor is 
responsible for portable bathrooms.   

 

8. Question –Would the Embassy provide a detail of the existing entrance of the manhole 
and sealing procedures? 
Answer – A keynote will be provided in the drawing 

 

9. Question – Is a Letter of Bank Guaranty or an insurance bond requested by the RFP? 
Answer – As per Section H.1.2., the contractor shall provide the bonds or alternate 
security as required by the paragraph H.1.1.  The Alternate security required by this RFP 
is a letter for guaranty by a bank for the amount stated in the sample given on 



attachment #1, which shall remain in effect until 3 months after completion of the 
guaranty period of the contract requirement. 
 

10. Question - Do vendors need to provide the Letter of Bank Guaranty with the proposal or 
if awarded the contract? 
Answer – As per Section H.1.2., the contractor shall provide the bonds or alternate 
security as required by the paragraph H.1.1 above within (10) days after contract award. 
 

 
 


